The power generated by large grid-connected photovoltaic (PV) plants depends greatly on the solar irradiance. This paper studies the effects of the solar irradiance variability analyzing experimental 1-s data collected throughout a year at six PV plants, totaling 18 MWp. Each PV plant was modeled as a first order filter function based on an analysis in the frequency domain of the irradiance data and the output power signáis. An empiric expression which relates the filter parameters and the PV plant size has been proposed. This simple model has been successfuUy validated precisely determining the daily máximum output power fluctuation from incident irradiance measurements.
INTRODUCTION
The power generated by photovoltaic (PV) plants has an intermittent character mainly due to the variability of cloudiness. As the penetration of PV energy in the utility grids increases, such intermittence might negatively affect the power quality and its reliability. Thus, the research interest in PV power fluctuations. Irradiance fluctuations have been analyzed in the frequency domain through wavelet transforms [1, 2] . Other authors have analyzed power fluctuations in terms of power spectral density (PSD), i.e. frequency domain, using 2 months of 10-s data and 2 years of 10-min data from a single 4.6 MWp PVarray and a 135-kWp subarray within it. The main conclusión of these studies has been that the larger the PV plant, the bigger the attenuation of high frequencies [3] .
Our work is based on a 1-year 1-s data of power output and in-plane irradiance from six PV plants located in Spain. The power of the plants ranges from 1 to 9.5 MWp, totaling 18 MWp in 2009. The plants under analysis are scattered over a ~ 1000 km área in the south of Navarra (Spain). Distances between plants go from 6 to 60km. All the PV plants are equipped with vertical axis-trackers (azimuth) paralleling the sun east-west motion and each generator is tilted 45° from the floor. The PV plants are connected to inject power to the 13.2 kV grid. Power output 1 s data are obtained at the point of common coupling by means of a power meter (Allen-Bradley, Powermonitor), and are recorded by a PLC (Allen-Bradley, CompactLogix). Simultaneously, the short circuit current of a reference PV module situated around the middle of the PV plant provides a measurement of in-plane irradiance, which is also recorded. Additional details of the experimental set-up can be found in Reference [4] .
In this paper, the PV plant power output is described as the signal output of a low pass filter where the input signal is the incident irradiance. The key point is that it is a first order filter and its pole valué is a function of the PV plant área. This enables the simulation of the power fluctuations in any power network with any PV plant size, based solely on incident irradiance. Figure 1 shows the irradiance, GN, and the output power, /°N> recorded at the Milagro PV plant (9.5 MW generator peak power; 7.243 MW LV/MV transformer power, P*), on 12 August, from 13:07 hto 13:20h. Both signáis have been previously normalized by G* = 1000W/m 2 and P*, respectively. As expected, due to the big size of the PV plant in comparison with the di serete character of the irradiance sensor, the power curve is significantly smoother than the irradiance curve. Figure 2 shows, on a different time scale, the same signáis, GN and /°N, along 14 days. The periodicity of the solar resource enables a Fourier analysis. Figure 3 presents the Discrete Fourier Transform (DFT) of the irradiance signal, GN, recorded along a full year at the Milagro site, computed through a Fast Fourier Transform (FFT) algorithm. In general terms, for a time series of a measured variable, x -x\... x N , the valué at each point xj in the frequeney domain, X k , is obtained by Equation (1):
IRRADIANCE AND POWER SPECTRUM
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where N is the signal length and the co N is calculated according to Equation (2):
Following the suggestions made in Reference [4] and in order to reduce the variance in the coefficients X k , the original signal is divided into several segments, 32 in our case. The coefficients, X k , are calculated for each segment and then averaged at each frequeney. Despite the fact that the Nyquist theorem states that DFT can be calculated up to a máximum frequeney double the sample period, 0.5 Hz in our case, we restrict our analysis to 0.05 Hz, which is large enough for our present objectives. The linear región of the ililMMil Figure 2 . Irradiance GN (a) and output power PN (b) (both normalized) evolution during 14 days at Milagro.
spectrum fits a/~ ' function, which is in agreement with other author observations [3] . Cyclic daily availability of the solar resource is evidenced by a peak at 24 h (1.15 x 10~5Hz).
The same frequeney domain analysis is also applied to other previously normalized (P N ) PV plant power signáis recorded during 2009. Figure 4 shows the power spectra calculated for the Milagro (9.5 MW; 7.243 MW) and the Sesma plants (0.990 MW; 0.800 MW) as well as the irradiance spectrum previously showed in Figure 3 . Now, some frequeney intervals of the power spectra can be properly described as two linear regions well fitted by functions of the form/ -' and/ -' , where the cross point defines the cut-off frequeney, f c . In other words, regarding power fluctuations, the PV plant size can be interpreted as a first order low-pass filter for the irradiance signal. A similar exercise is done for all the PV plants implicated, which have different áreas and rated power sizes, P*. Table I shows the valúes of the cut-off frequencies for each plant. As expected, the bigger the PV plant, the lower the cut-off frequency.
Note that the peak power and the área of the PV plant are closely related. In fact all the involved arrays are of the same type (one vertical axis tracking) and similar Ground Coverage Ratios (GCR), ~0.18. Figure 5 plots/ c , showed in Table I , versus the PV plant área, S. The curve at large frequencies is well fitted (R -0.99) by a function of the form:
where a = 0.0204 and b = -0.4997, with/ c in Hertz and S in hectares. In other words, the smoothing effect is practically given by a 1/^JS law, which can be easily explained taking into consideration that shades typically move in one dimensión while power is essentially related to surface or two dimensions.
The validity of Equation (3) is checked against a different PV plant located in another región: Socuellamos (Castilla La Mancha, 345 km distance from the nearest PV plant of the previous experiment), 2.6 MWp (rated power of 1.975 MW) spread over 18 Ha. The cut-off frequency calculated by a Fourier analysis of a 1-s and 1-year data is f c -0.0051 Hz, which is in cióse agreement with f c -0.0049 Hz given by Equation (3). It is worth noting that the Socuellamos PV plant GCR -0.15, is significantly lower than other plants. Considering the/ c valúes, it can be Table I . Characteristics and cut-off frequency, fc, estimated for each PV plant. affirmed that the main power fluctuation smoothing factor is the plant área rather than its rated power.
POWER FLUCTUATION SIMULATION
For the measurements of a given irradiance time series, the power output could now be obtained via simulation, using the transfer function proposed for the PV plant under study ( Figure 6 ). Note that the parameter K corresponds to the relation P*/G* [m ] for the PV plant and the pole, T, has been replaced by the expression T=(2TI/C) _1 . As an example, Figure 7 shows the results from 12:30 to 15:00 on 25 October at the Milagro (52 Ha) site. The upper plot shows the irradiance measured during that period. The lower plot compares the simulated and the real power data. The similitude is clearly observed. Such analysis has been extended to a full year data series. Figure 8 shows the DFT error. It can be observed that the error is below 2% for all the frequency range.
The validity of this simulation exercise is also checked in light of the máximum short-term (below lOmin) daily power fluctuation, AP^max-Máximum power fluctuation along a day is of particular interest from the grid operator viewpoint [4] . The magnitude of a power fluctuation, AP&, (/), at an instant t for a given sampling period, Ai, is calculated as the difference between two power outputs normalized to the transformer power, P*, of the plant under consideration, Equation (4). That is:
We have defined the daily máximum power fluctuation error, E^t,¿, as the difference between the real daily máximum power fluctuation Ai The annual evolution of E^,, d is calculated; Table II shows the mean error and standard deviation for the 365 
CONCLUSIONS AND OUTLOOK
Power supply quality and network security could be seriously affected by power fluctuation of PV plants in a near future, due to the irradiance variability The work of this paper is based on 1-year data with a 1-s resolution from six different PV plants (adding up to 18MWp installed). An analysis in the frequency domain of in-plane irradiance and output power has enabled the characterization of a PV plant as a first order filter. An empirical expression is proposed to calcúlate the valué of the filter pole according to the PV plant extensión. This simple model has been successfully used to determine the power output series of a PV plant of any size using only irradiance measurements. From the operator viewpoint, this can be a powerful tool to study the integration of PV plants in the power network, providing artificial power output series that can be used by the grid operator in his simulation programs. Máximum power fluctuation is the key to establish the máximum allowed PV penetration rate at a particular grid. In this paper, this parameter has been successful determined via simulation using solely incident irradiance measurements and the PV plant size.
In the same way, the model relates the output power and irradiance dynamics, as to be independent of the climatic región under consideration. In addition to this, the model has been validated for 1-year data, during which, any kind of irradiance profile has occurred and has been taken into account. Current research efforts deal with validating the model for other PV plant generator configurations. In particular, work is being done with 1-s power output data from a non-tracked PV plant, Olmedilla (60 MW). Initial findings confirm the validity of Ec. 3 for this configuration too and will be gathered in an up-coming publication.
